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Introduced by: - JOHN T. O'BRIEN
lo. 73-15

sec. [-)6. 0. 080
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ORDINAHCE No. 1529

5(’('f3"/6-f3 "(}ﬁé’—@‘/»x‘(

AN ORDINANCE amending the King County Building
Code and amending Ordinance 1017, Section 3,
Subsection (1) and (21) and K.C.C. 16.08.020
and 16.08.220 and amending the Uniform Bullalng
Code as adopted by Ordlnance 1017 and

K.C.C. Title 16.

S .
<-4, Jors |

BE IT ORDAINED BY THE COUNCIL OF KING COUNTY:

SECTION 1. Ordinance 1017, Section 3, Subsection (1) and
K.C.Cj 16,08.626 are amended to read as follows:

"In order to determine the suitability of alternate mater-
ials and methodé of construction and to pfovide for reasonable
interpretaticns of the provisions of this code, there shall be
and is hereby created a Building Code Advisory and Appeals Board,
consisting of ((tern)) thirteen members who are qualified by exper-
ience and training to pass upon matters pertaining to building

construction. The Director, ((ef)) Building Division, Department

of Cormmunity and Environmental Development shall be an ex official

member and shall act as Secretary of the Board. The Building Code
Advisory and Appeals Board shall be appointed by the County Exec-
utive, confirmed by the County Council, and shall serve for a two
year term or until their successor is appointed and qualified.

The Board shall adopt reasonable rules and regulations for con-
ducting its investigations and shall render all decisions and
findings in writing to the Director, (({(ef)) Building Division with
a duplicate copy to the appellant and may recommend to the County
Cduncil such new legislation as is consistent herewith.”

SECTION 2. Ordinance 1017, Section 3, Subsection (21) and
K.C.C. 16.08.220 are arended by changing the last paragraph of
Section 1108 and the Exception to read as follows:

((Every beoiler roem ér room contatning a eentral heating
piant shall be separated frem the rest of the buitding by not Zess
shan & Ane-Hewr Fire-Resistive Becupaney Separestion as defined in
€hapter 5 with openinegs protected as speeifiéé in Seetien 3322,
EHCEPPION: Buildings net mere than ene stery in height of

Eroup F, Bivisteon 2 Oeeuvaney with an oceupant Zead of less than
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Every room containing a boiler or central heating plant

shall be separated from the rest of the building by a One-Hour

Fire-Resistive Occupancy Separation, EXCEPTION: (1) Boilers or

central heating plants where the largest piece of fuel equipment

does not exceed 400,000 B.T,U. per hour input. (2) Group F,

Division 1, and Division 3 Occupancy shall have the bottom of

the heating equipment installed not less than seven feet (7')

above the floor. (3) Buildings not more than one story in

height of Group F, Division 2 Occupancies with an occupant load

of less than 30,

SECTION 3. An amendment is made to the Uniform Building
Code, Volume 1, as adopted by Ordinance No. 1017 and K.C.C. Title|

16, which has the effect of deleting the paragraphs specified in

bsubsections“(l) through (5), below, and replacing them with an

amendment which follows:

(1) Page 58, Section 608, last paragraph, which reads -
((Evefy—reem-eeﬁ%&iﬁiHg—a—beiieréer—a-een%r&i-hea%ing-p}anﬁ—shaii
be—separ&%ed—frem-%he—res%-ef—%he;baiiéing—by—ne%—iess-%haﬁ-a
eﬁe-Heur%F&re—Resis%ive—eeeapaﬂey—Separa%ien—as—definéd—iﬁ
Ghapter-5+));

(2) Page 61, Section 708, last paragraph, which reads -
((Every—reom—een%ainiﬁg-a—beiief-ér—&—een%rai-hea%iﬁg-pi&ﬁéwsh&ii
be—separ&%eéwfrem—%he-res%~ef—%he-bui}éiﬁg—by—ﬁe%—iess~%haﬁ-a 1
One-Hour-Fire~Resistive-Oeecupaney-beparation-as—defined~a
Ghap%er—57—Wi$h-epeniﬁgs—pye%ee%eé—és—speeifieé-in—See%ien

3820.));
(3) Page 63, Section 808, fifth paragraph, which reads -

((Every—reom-een%aiﬁing—a—bei}er—er—a—een%f&i—hea%iﬁg—p}aﬁ%
shaii—be—sep&r&%edmfrem-%he—res%-ef—%he-baiiéiag—by~ﬁe%—&ess
%h&ﬁ-&—ene—ﬂeur—Fire-Resis%ive-@eeup&ﬂey—Sep&r&%%an—&é—ée%%ﬁeé
in—ehap%ef—é-wi%h—eﬁeﬁings—pre%ee%ed~by—&—ene-heur—fire—
protection-assenbiyr)) ;

(4) Page 66, Section 908, sixth paragraph and Exception,
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which reads - ((Bvery-reem-eentainins-a-boirter-er—a-ecentrak-heat-

ing-piant-shati-ke-separated-£from-the-rest-of-the-buriding-by-not
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jess—than-a-Opre-Hour-Fire-Resistive—-Oeceupaney-Separation-as—de-
fined—iﬁmeh&p%er—57-wi%h—epenings—pre%ee%ed—&s—speeifiéd—iﬁ—
Seetton—-3326.

EXGEPT{GN; When-the-opentng-for—-a-heater-or—eguipment—room
is—preteeteé—by—a-pair-ef—fire—éeers;—%he—iﬁae%ive—ieaf—sha}}—be
ﬁermaiiy~seeured—iﬁ—%he—eieseé—pesi%ien—aﬁé-shaii—be—epen&bie
en&y~by~%he-use~ef-&—%ooiz-—ﬁn-as%ragai—shaii—befpfeviéeé—&né—
the-aetive~teaf-shati-be~setf~etostng.)); and

(5) Page 79, Section 1208, last paragraph, which reads -
((Every—beiier—reem-er—reem—be1ew—%he—firs%—fieer—eeﬁ%ainiﬁg-a
hea%ing—piaﬁt—shaii—bé—separa%ed-frem—%he—res%—ef-the-buii&ing
by—a—eﬂe—Heur—Fire—Resis%ive—eeeupaney—Separa%ieﬁ—as—defiﬁed~iﬁ
ehap%er—5—with-epeﬁiﬁgs—pro%ee%ed—as—Speeified—in—ﬁee%ieﬁ—ééﬁe.))
are all amended to read as follows:

Every room containing a boiler or central heating plant

shall be separated from the rest of the building by a One-Hour

Fire-Resistive Occupancy Separation., EXCEPTION: Boilers or

central heating plants where the largest piece of fuel equipment

does not exceed 400,000 B.T.U. per hour input.

SECTION 4, Ordinance 1017, Section 4, Subsection (8) and
K.C.C., 16.12.090 are amended by adding a second paragraph under

Exceptions to read as follows:

EXCEPTIONS: (1) This requirement shall not apply to any
furnace installed on the roof of a building or to any central
heating plant having a heat source which does not employ flame

or direct resistance electric energy.
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(2) Boilers or central heating plants where the largest

piece of fuel equipment does not exceed 400,000 B,T.U. per hour

input.
INTRODUCED AND READ for the first time this 22 ﬂi day df

@MAW , 19 73 o

4 PASSED t{is /3 7Z day of M?’ , 19722 .

KING COUNTY COUNCIL
KING COUNTY, WASHINGTON -

ATTEST:

’// /{//mZ?"

inistrator-C
King County Cou 011

APPROVED this 42222 day of /ZE;é:1¢ﬂr¢L ;Zfi
I

<~ King Coynty Eiggutlve




